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CLARKSBURG TOWN CENTER

GROUNDWATER RECHARGE

FACILITIES

SECTION lB - PART 3

Project # 29-100



cw#7

Imperviotls Area to Facility = 19,602 SF (0.45 At.)

Storage Required = (19,602 SF)* (1’/12”) = 1634 CF

In Stone Storage= 1634/ 0.4 (Void Ratio) = 4085 CF
J

Storage Provided = (846 SF) “ (5’ D) = 4230

CW#8

Imperviotls Area to Facility = 19,602 SF (0.45 Ac)

Storage Reqtlired = (19,602 SF (1’/12”) = 1634 CF

In stone storage = 1634/0.4 (void ratio)= 4085 CF J

Storage provided = (5z L) ~ (201 w) x (4.0’ D) = 4160 CF
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Engineer’s Prelimina~ Cost Estimate
For

CLEANWATER~CHARGE TKNCH 7 & 8
SECTION1B, PART3

Job Number 29-100 Sheet 1 of 1

ITEM UNIT APPROXIMA~ APPROXIMA~ APPROXMTE
QUANTITY ~IT PRfCE COST

SAND CY 200 23.00 4,600.00

STONE CY 320 14,00 4,480.00

8“PVC SCH-40 LF 303 17.00 5,151.00

CLEAN OUTS EACH 2 50.00 100.00

:XCAVATION CY 680 8.00 5,440.00

TOTAL; $19,771.00
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Iis estiate is prepaed as a guide only, is b~ed uponpreltiti~ information,and is subject to possible chmge. Charles P.
bsorr & Associates m~es nO w=mty, either express or tiplied, that acmal quantities and costs will not va~ horn the mounb
Jicated md ass~es no liabili~ for such variances.
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